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A-I"ARTERIAL STREET WITH 8" SIDEWALK
NOT TO SCALE
NOTES:
|, Cross SecTion is as Viewed Looking North or West.
?2. Dashed Lines Indicate Alternate Locatfions.
3. No New Poles or Overhead Lines Allowed in Tempe
per Tempe City Code No. 25.120.
4. Utllities shallbe Placed in Conduits. See Detall T-115
GeneralNotes.
* Varies
® See Typical Sidewalk Alignment Detail T-345
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